LMS Technologies, Inc.

6423 Cecilia Circle, Bloomington, MN 55439

(952) 918-9060, Fax: (952) 918-9061

Date : January 18, 2004 Test Requested by :AAF
Sample ID: AmerSeal Blue 3-Ply Manufacturer : AAF
Test Type: Loading Arrestance: 82.8%
Test Aerosol : ASHRAE Dust Holding Capacity @ 1.0": 169.7 grams
Flow: 2000 cfm
Size: 24x24 Panel
Dust Fed: 2 grams/1000 cfm
Pressure Drop
Dust Fed " Dust Fed %Arrestance
(" H0)
0.00 0.363 12.5 74.8
25.0 0.500 40 80.0
55.0 0.600 80 83.8
105.0 0.750 155 85.2
205.0 1.000
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Test Supervisor
Mick Flom/Tom Atef

Engineering Approval
K.C. Kwok, Ph.D.
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