
AVK POM SERVICE CONNECTION VALVE WITH       16/59 
PENTOMECH™ COUPLINGS
Mounting instruction / Montagevejledning
Einbauanleitung / Instruction de montage
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2. 3.

4.

1.

PE
90° 20°- 30°

A

7.

X < 5 mm

      A 
DN25 / Ø32  ≈  100 mm
DN32 / Ø40  ≈  110 mm
DN40 / Ø50  ≈  130 mm
DN50 / Ø63  ≈  150 mm

!

PVC

DI

STEEL

6.5.

LUBE

Ø40-63

10-15 Nm

Ø32
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Mounting instruction   16/59
Montagevejledning / Einbauanleitung / 
Instruction de montage 
AVK POM service connection valve with       
Pentomech™ couplings
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