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MyVallox-ilmanvaihtokoneita voidaan ohjata Modbus RTU -yhteensopivilla 
kiinteistöautomaatiojärjestelmillä. Samaan Modbus-väylään voidaan kytkeä 
jopa 32 MyVallox-ilmanvaihtokonetta. Ohjattaessa ilmanvaihtokonetta 
kiinteistöautomaatiojärjestelmällä voidaan esimerkiksi lukea erilaisia 
anturiarvoja ja muuttaa ilmanvaihtokoneen tilaa.
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YLEISTÄ 
 
Kaikki käyttöliittymien kautta tehtävät muutokset voidaan tehdä 
myös Modbus RTU:n kautta. 
MyVallox Control ja MyVallox Touch eivät tue Modbus TCP:tä.
Tiedon muoto on aina 16-bittinen etumerkitön luku. 
Kaikki rekisterit ovat pitorekistereitä.

Tuetut toimintokoodit
• Lue pitorekistereitä, 0x03
• Kirjoita yksi rekisteri, 0x06 
• Kirjoita useita rekistereitä, 0x10  

Määrittelemättömiin rekistereihin kirjoittaminen on kiellettyä 
ja aiheuttaa virhekoodin. Tämä on otettava huomioon, kun 
kirjoitetaan useita rekistereitä samalla kertaa.

• Rekistereihin 20504–20508 kirjoittaminen EI toimi. 
Rekisteri 20504 on määrittelemätön.

• Rekistereihin 20505–20508 voi kirjoittaa. Rekisterit ovat 
määriteltyjä ja niihin voi kirjoittaa. 

Vain luku -rekistereihin kirjoittaminen on kiellettyä ja 
aiheuttaa virhekoodin.
Sallitun alueen ulkopuolisten arvojen kirjoittaminen on 
kiellettyä ja aiheuttaa virhekoodin.
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SIIRTYMINEN TILASTA TOISEEN 
 
MyVallox Control ja MyVallox Touch -ohjaimissa on kaksi 
perustilaa: Kotona ja Poissa. Jompikumpi näistä on aina valittuna. 

• Perustila voidaan lukea ja asettaa rekisteristä 4609,  
0 = Kotona-tila ja 1 = Poissa-tila. 

Ajastetut tilat
MyVallox Control ja MyVallox Touch -ohjaimissa on 
myös kolme ajastettavaa tilaa: Tehostus, Mukautettu ja 
Ohjelmoitava. Ajastetut tilat kumoavat perustilan tilapäisesti. 
Haluttu tila aktivoidaan kirjoittamalla haluttu kestoaika 
minuutteina tilan ajastinrekisteriin. Tila aktivoituu ja 
ajastinrekisteri alkaa laskea aikaa taaksepäin. Kun kaikkien 
ajastettujen tilojen ajastinrekisterit ovat nollassa, MyVallox 
Control ja MyVallox Touch palauttavat valitun perustilan.

• 4612 = Tehostus-tilan ajastinrekisteri
• 4613 = Mukautettu-tilan ajastinrekisteri
• 4614 = Ohjelmoitava-tilan ajastinrekisteri 

Ajastettu tila voidaan asettaa jatkumaan toistaiseksi 
kirjoittamalla tilan ajastinrekisteriin arvo 65535. Tämä estää 
ajastinta laskemasta aikaa taaksepäin, kunnes ajastinrekisteri 
asetetaan uudelleen manuaalisesti tai tila muutetaan jostain 
toisesta käyttöliittymästä.
Ajastimia voi myös deaktivoida vastaavista 
ajastinkytkinrekistereistä, 0 = ajastin pois päältä ja 1 = 
ajastin päällä. Tämä myös estää ajastinten käytön kaikista 
käyttöliittymistä.  

HUOMAA
MyValloxin digitaalitulon käyttö tilojen muuttamiseen 
muuttaa myös ajastinkytkimen rekistereiden sisällön.

• 21766 = Tehostus-tilan ajastuksen salliva rekisteri
• 21767 = Mukautettu-tilan ajastuksen salliva rekisteri
• 21772 = Ohjelmoitava-tilan ajastuksen salliva rekisteri
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ESIMERKKEJÄ 
 
Mukautettu-tilan aktivointi 15 minuutiksi

• Kirjoita 15 rekisteriin 4613.
• Kirjoita 1 rekisteriin 21767 (ellei ole jo valmiina).

Tehostus-tilan aktivointi ilman ajastinta (tila pysyy 
päällä)

Tapa 1:
•   Kirjoita 65535 rekisteriin 4612.
Tapa 2:
• Kirjoita mikä tahansa arvo (muu kuin 0) rekisteriin 4612.
• Kirjoita 0 rekisteriin 21766.

Tehostus-tilan lopetus, paluu valittuun perustilaan 
(Poissa/Kotona)

• Kirjoita 0 rekisteriin 4612.
• Vaihtoehtoisesti kirjoita 0 rekistereihin 4613, 4614 

lopettaaksesi kaikki ajastetut tilat.

Siirtyminen Kotona-tilasta Poissa-tilaan
• Kirjoita 1 rekisteriin 4609.
• Vaihtoehtoisesti kirjoita 0 rekistereihin 4612, 4613, 4614 

lopettaaksesi kaikki ajastetut tilat.
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TILOJEN PRIORITEETTI 
 
Jos tiloja on samanaikaisesti aktiivisena enemmän kuin 
yksi, korkeimman prioriteetin tila kumoaa muut tilat. Jos 
esimerkiksi Mukautettu-tila ja Tehostus-tila ovat samanaikaisesti 
aktiivisina, ilmanvaihtokone käyttää Mukautettu-tilaa. Tilojen 
prioriteettijärjestys on seuraava: 

1. Ohjelmoitava-tila
2. Mukautettu-tila 
3. Tehostus-tila 
4. Kotona/Poissa-(perus)tila

VIRRAN KATKAISEMINEN 
KONEESTA 
 
Koneesta voi katkaista virran kirjoittamalla ”5” rekisteriin 4610, ja 
virran voi kytkeä päälle kirjoittamalla ”0” rekisteriin 4610.

KONEEN VIKAILMOITUSTILA 
 
Vikailmoitustilan voi lukea rekisteristä 4621.  
0 = normaali toiminta, 1 = vika. Vian tyypin voi lukea vain 
MyVallox-käyttöliittymästä.

TIETOJEN MUUNTOKAAVAT 

HUOMAA
Lämpötilat ovat senttikelvineinä.

• Lämpötila Celsius-asteina = (lämpötila 
senttikelvineinä-27315)/100

• Lämpötila senttikelvin-asteina = (lämpötila Celsius-
asteina*100)+27315 

Rekisterien yleiset sisällöt selostetaan rekisterin kuvauksessa 
hakasulkeissa numerojärjestyksessä nollasta alkaen.

• [ei anturia, matala, keskitaso, korkea]:
• 0 = ei anturia
• 1 = matala
• 2 = keskitaso
• 3 = korkea
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Jos ilmanvaihtokone on liitetty esimerkiksi 
kiinteistöautomaatiojärjestelmään Modbus-väylän kautta, on 
tehtävä seuraavat Modbus-asetukset:

• Ilmanvaihtokoneen Modbus-osoite
• Modbusin siirtonopeus
• Modbus-pariteetti
• Modbus-pysäytysbitti (stop bit)

Näissä ohjeissa kerrotaan, miten kyseiset asetukset tehdään 
MyVallox Control -ohjaimen, MyVallox Touch -ohjaimen 
tai www-käyttöliittymän avulla. Näiden ohjeiden avulla 
voi määrittää myös yksittäisiä asetuksia, kuten Modbus-
osoitteen.

MODBUS-ASETUKSET

Vaihda ilmanvaihdon tilaa -painikkeella voit vaihtaa 
ilmanvaihtokoneen käyttötilaa.

Ilmanvaihdon tilan tiedot -painikkeella voit katsella käytössä 
olevan tilan tietoja.

Lämpötila-painikkeella näet tietoja lämpötiloista ja antureista.

Asetukset-painikkeella voit avata asetusvalikon.

Paluu-painikkeella voit siirtyä valikossa taaksepäin.

Nuoli vasemmalle -painikkeella voit siirtyä valikossa vasemmalle.

Nuoli oikealle -painikkeella voit siirtyä valikossa oikealle.

Hyväksy-painikkeella voit hyväksyä valitun vaihtoehdon.

Hylkää-painikkeella voit hylätä valitun vaihtoehdon.

Valitse-painikkeella voit valita halutun vaihtoehdon.

Muokkaa-painikkeella voit muokata asetuksia.

Plus-painikkeella voit:
• Suurentaa valitun asetuksen arvoa.
• Siirtyä valikossa seuraavaan vaihtoehtoon.
• Siirtyä yhden päivän näkymästä viikkonäkymään lämpötilan, 

suhteellisen ilmankosteuden, hiilidioksidi- tai VOC-
pitoisuuden kuvaajissa.

Miinus-painikkeella voit: 
• Pienentää valitun asetuksen arvoa.
• Palata valikossa edelliseen vaihtoehtoon.
• Siirtyä viikkonäkymästä yhden päivän näkymään lämpötilan, 

suhteellisen ilmankosteuden, hiilidioksidi- tai VOC-
pitoisuuden kuvaajissa.

Nuoli ylös -painikkeella siirryt valikossa ylöspäin.

Nuoli alas -painikkeella siirryt valikossa alaspäin.

Tilastot-painikkeella voit avata lämpötilan, suhteellisen 
ilmankosteuden, hiilidioksidi- tai VOC-pitoisuuden kuvaajat (1 
päivä tai 1 viikko).

Tämä kuvake ilmaisee, että ominaisuuden käyttö on estetty 
käyttämälläsi käyttäjätasolla.

MYVALLOX CONTROL -OHJAIMEN PAINIKKEET 
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Modbus-asetukset MyVallox-ohjaimilla
=> Ammattilaisasetukset 
=> I/O-ja väyläasetukset 
=> Modbus-asetukset 
=> Aseta ilmanvaihtokoneen Modbus-osoite. Voit valita osoitteen                          
     väliltä 1–247. 
=> Aseta Modbusin siirtonopeus. Vaihtoehdot ovat 9600, 19200, 38400,  
     57600 tai 115200. 
=> Aseta Modbus-painikkeet. Vaihtoehdot ovat:  
 • ei — Ei pariteettia  
 • parillinen — Parillinen pariteetti  
 • pariton — Pariton pariteetti. 
=> Aseta Modbus-väylän pysäytysbitti (stop bit). Vaihtoehdot ovat 1 tai 2. 
=> Vahvista asetukset painamalla Hyväksy.

MYVALLOX TOUCH -OHJAIMEN PAINIKKEET 

Nuoli-painikkeilla voit vaihtaa ilmanvaihtokoneen käyttötilaa.

Ilmanvaihdon tiedot -painikkeella voit tarkastella käytössä olevan 
tilan tietoja sekä tietoja lämpötiloista ja antureista.

Asetukset-painikkeella voit avata asetusvalikon.

Paluu-painikkeella voit siirtyä valikossa taaksepäin.

Nuoli vasemmalle -painikkeella voit siirtyä valikossa vasemmalle.

Nuoli oikealle -painikkeella voit siirtyä valikossa oikealle.

Hyväksy-painikkeella voit hyväksyä valitun vaihtoehdon.

Hylkää-painikkeella voit hylätä valitun vaihtoehdon.

Valitse-painikkeella voit muokata viikkokelloa.

Muokkaa-painikkeella voit muokata asetuksia.

Plus-painikkeella voit:
• Suurentaa valitun asetuksen arvoa.

Miinus-painikkeella voit: 
• Pienentää valitun asetuksen arvoa.

Nuoli ylös -painikkeella voit siirtyä valikossa ylöspäin.

Nuoli alas -painikkeella voit siirtyä valikossa alaspäin.

Tilastot-painikkeella voit avata lämpötilan, suhteellisen 
ilmankosteuden tai hiilidioksidipitoisuuden kuvaajan (1 päivä).
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MyVallox-ilmanvaihtokoneen Modbus-asetukset voi tehdä 
myös WWW-käyttöliittymän kautta. Vaihtoehtoja on kaksi:

• MyVallox Home -lähiverkkoyhteys
• MyVallox Cloud -pilvipalvelu

1. Valitse Ammattilaisasetukset.

2. Vieritä näkymää, kunnes näet Modbus-asetukset.

3. Paina Muokkaa-painiketta:

4. Modbus-asetusten näyttö aukeaa muokkaustilassa:

Modbus-asetukset WWW-käyttöliittymällä

5. Aseta ilmanvaihtokoneen Modbus-osoite 
Osoite-kenttään. Voit asettaa osoitteen sinisellä 
liukusäätimellä. Voit valita osoitteen väliltä 1–247.

6. Valitse Modbus-väylän yhteysnopeus Siirtonopeus-
luettelovalikosta (Baud rate). Vaihtoehdot ovat 9600, 
19200, 38400, 57600 tai 115200.

7. Valitse Modbus-väylän pariteetti Pariteetti-
luettelovalikosta. Vaihtoehdot ovat:

• • ei — Ei pariteettia
• • parillinen — Parillinen pariteetti
• • pariton — Pariton pariteetti.

8. Aseta Modbus-väylän pysäytysbitti Stop-bitti-kenttään. 
Vaihtoehdot ovat 1 tai 2.

9. Paina Hyväksy-painiketta.

10. Modbus-asetukset on nyt tehty.
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SÄHKÖKAAVIO

Modbus Master -laite

Vallox nro 1, slave-laite

A

A

A

A

B

B

B

B

B

B

B

Vallox nro 2, slave-laite

Vallox nro 3, slave-laite

Vallox nro n, slave-laite

n ≤ 32

R = 120Ω A

B
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MODBUS-REKISTERIT
addr Variable name R/RW min max Type Description
4353 FAN_SPEED R 0 100 % Current fan speed

4354 TEMP_EXTRACT_AIR R 21000 33224 cK Temperature, extract, cell input

4355 TEMP_EXHAUST_AIR R 21000 33224 cK Temperature, extract, cell output

4356 TEMP_OUTDOOR_AIR R 21000 33224 cK Temperature, supply, cell input

4357 TEMP_SUPPLY_CELL_AIR R 21000 33224 cK Temperature, supply, cell output

4358 TEMP_SUPPLY_AIR R 21000 33224 cK Temperature, supply, heater output

4359 RH_LEVEL R 0 3 RH level [no sensor, low, med, high]

4360 CO2_LEVEL R 0 3 CO2 level [no sensor, low, med, high]

4361 EXTR_FAN_SPEED R 0 10000 RPM Extract fan speed

4362 SUPP_FAN_SPEED R 0 10000 RPM Supply fan speed

4363 RH_VALUE R 0 100 %RH RH value, highest measurement read, 0 = No sensor

4364 CO2_VALUE R 0 10000 PPM CO2 value, highest measurement read, 0 = No sensor

4365 CUSTOM_SWITCH R 0 1 Digital input 1 state [off, on]

4366 DIGITAL_INPUT R 0 1 Digital input 2 state [off, on]

4367 ANALOG_CTRL_INPUT R 0 100 % Analog control input state

4368 MULTISENSOR_CO2 R 0 65535 12bit CO2 concentration from multisensor

4369 MULTISENSOR_TEMP R 0 65535 12bit Temperature from multisensor

4370 MULTISENSOR_RH R 0 65535 12bit Humidity from multisensor

4372 ANALOG_SENSOR_INPUT R 0 65535 %RH Internal %RH sensor, 65535 = No sensor [(value * 100 - 
62039) / 2604)]

4373 RH_SENSOR_0 R 0 65535 %RH RH value from sensor 0, 65535 = No sensor

4374  RH_SENSOR_1 R 0 65535 %RH RH value from sensor 1, 65535 = No sensor

4375 RH_SENSOR_2 R 0 65535 %RH RH value from sensor 2, 65535 = No sensor

4376 RH_SENSOR_3 R 0 65535 %RH RH value from sensor 3, 65535 = No sensor

4377 RH_SENSOR_4 R 0 65535 %RH RH value from sensor 4, 65535 = No sensor

4378 RH_SENSOR_5 R 0 65535 %RH RH value from sensor 5, 65535 = No sensor

4379 CO2_SENSOR_0 R 0 65535 PPM       CO2 value from sensor 0, 65535 = No sensor

4380 CO2_SENSOR_1 R 0 65535 PPM       CO2 value from sensor 1, 65535 = No sensor

4381 CO2_SENSOR_2 R 0 65535 PPM       CO2 value from sensor 2, 65535 = No sensor

4382 CO2_SENSOR_3 R 0 65535 PPM       CO2 value from sensor 3, 65535 = No sensor

4383 CO2_SENSOR_4 R 0 65535 PPM       CO2 value from sensor 4, 65535 = No sensor

4384 CO2_SENSOR_5 R 0 65535 PPM       CO2 value from sensor 5, 65535 = No sensor

4389 TEMP_OPTIONAL R 20000 33224 cK Optional external temperature sensor

4390 VOC_LEVEL R 0 65535 PPM VOC sensor highest value (Not used, locked to 1000)

4391 VOC_SENSOR_0 R 0 65535 PPM VOC value from sensor 0, 65535 = No sensor

4392 VOC_SENSOR_1 R 0 65535 PPM VOC value from sensor 1, 65535 = No sensor

4393 VOC_SENSOR_2 R 0 65535 PPM VOC value from sensor 2, 65535 = No sensor

4394 VOC_SENSOR_3 R 0 65535 PPM VOC value from sensor 3, 65535 = No sensor

4609 STATE R/W 0 1 General state [Home, Away]

4610 MODE R/W 0 7 Override state [0=Normal, 5 = Off]

4611 DEFROSTING R/W 0 1 Defrosting [off, on]

4612 BOOST_TIMER R/W 0 65535 min Boost timer. Timer is enabled from 21766

4613 CUSTOM_TIMER R/W 0 65535 min Custom timer. Timer is enabled from 21767

4614 EXTRA_TIMER R/W 0 65535 min Extra input timer. Timer is enabled from 21772

4615 WEEKLY_TIMER_ENABLED R/W 0 1 Weekly timer state [off, on]

4616 CELL_STATE R 0 3 Cell state [heat recovery, cool recovery, bypass, defrosting]

4617 TOTAL_UP_TIME_YEARS R 0 65535 a Total up time

4618 TOTAL_UP_TIME_HOURS R 0 8760 h Total up time

4619 CURRENT_UP_TIME_HOURS R 0 65535 h Current up time
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addr Variable name R/RW min max Type Description
4620 REMAINING_TIME_FOR_FILTER R 0 365 days Remaining time to filter change indication

4621 LIMP_MODE R 0 1 Device fault active, device in limp mode [off, on]

4627 COMMAND R/W 0 65535 Command variable

4628 MLV_STATE R 0 1 “Earth heat” radiator state flag [off, on]

4849 MINUTE R/W 0 59 minutes Minutes of the current time

4850 HOUR R/W 0 23 hours Hours of the current time

4851 DAY R/W 1 31 days Days of the current date

4852 MONTH R/W 1 12 months Months of the current date

4853 YEAR R/W 0 99 years Years of the current date

4854 WEEKDAY R 1 7 weekday Weekday [Mon, Tue, Wed, ...]

8194 GW_ADDRESS_1 R 0 65535 Gateway address (0xAABB)

8195 GW_ADDRESS_2 R 0 65535 Gateway address (0xCCDD)

8196 MASK_ADDRESS_1 R 0 65535 Mask (0xAABB)

8197 MASK_ADDRESS_2 R 0 65535 Mask (0xCCDD)

8211 ETH_CLOUD_ENABLED R/W 0 1 Outgoing connection to cloud [disabled, enabled]

8212 IP_ADDRESS_1 R 0 65535 IP address first two bytes (0xAABB)

8213 IP_ADDRESS_2 R 0 65535 IP address last two bytes (0xCCDD)

20482 MODBUS_ADDRESS R/W 1 247 8bit addr. Modbus address on remote bus 1 … 247 (0xF7)

20483 MODBUS_BAUD_X100 R/W 96 1152 Baud * 100 Modbus speed on remote bus [96, 192, 384, 
576, 1152]

20484 MODBUS_FRAME R/W 0 514 8bit pair Modbus data frame, MSB: parity 0…2 [no, even, odd]; 
LSB: stop bits 1…2

20485 EXTR_FAN_BALANCE_BASE R/W 0 100 % Extract fan speed balance ground value

20486 SUPP_FAN_BALANCE_BASE R/W 0 100 % Supply fan speed balance ground value

20487 CUSTOM_EXTR_FAN R/W 0 100 % Extract fan speed at custom mode

20488 CUSTOM_SUPP_FAN R/W 0 100 % Supply fan speed at custom mode

20490 RH_BASIC_LEVEL R/W 0 65535 % RH basic level, 65535 = not calculated

20491 CO2_THRESHOLD R/W 500 2000 PPM CO2 threshold

20493 EXTRA_AIR_TEMP_TARGET R/W 27815 29815 cK Supply air target temp at extra state

20494 EXTRA_EXTR_FAN R/W 0 100 % Extract fan speed at extra input

20495 EXTRA_SUPP_FAN R/W 0 100 % Supply fan speed at extra input

20496 EXTRA_TIME R/W 1 65535 min Extra input time

20499 AWAY_RH_CTRL_ENABLED R/W 0 1 RH control in use, away [False, True]

20500 AWAY_CO2_CTRL_ENABLED R/W 0 1 CO2 control in use, away [False, True]

20501 AWAY_SPEED_SETTING R/W 0 100 % Fan speed at away state

20502 AWAY_AIR_TEMP_TARGET R/W 27815 29815 cK Supply air target temp at away state

20505 HOME_RH_CTRL_ENABLED R/W 0 1 RH control in use, home [False, True]

20506 HOME_CO2_CTRL_ENABLED R/W 0 1 CO2 control in use, home [False, True]

20507 HOME_SPEED_SETTING R/W 0 100 % Fan speed at home state

20508 HOME_AIR_TEMP_TARGET R/W 27815 29815 cK Supply air target temp at home state

20511 BOOST_RH_CTRL_ENABLED R/W 0 1 RH control in use, boost [False, True]

20512 BOOST_CO2_CTRL_ENABLED R/W 0 1 CO2 control in use, boost [False, True]

20513 BOOST_SPEED_SETTING R/W 0 100 % Fan speed at boost state

20514 BOOST_AIR_TEMP_TARGET R/W 27815 29815 cK Supply air target temp at boost state

20517 RELAY_MODE R/W 0 8 16bit value Error relay mode [maintenance reminder, error, error and 
maintenance, emergency stop, bypass state, external 
radiator, none, airheater radiator, runstatus]

20518 DIGITAL_INPUT_1_MODE R/W 0 8 16bit value Digital input 1 mode [None, custom, home/away, kitchen 
hood, fire alarm (emergency stop), boost, bypass, weekly 
scheduler, programmable input]
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addr Variable name R/RW min max Type Description
20519 DIGITAL_INPUT_2_MODE R/W 0 8 16bit value Digital input 2 mode [None, custom, home/away, kitchen 

hood, fire alarm (emergency stop), boost, bypass, weekly 
scheduler, programmable input]

20520 ANALOG_INPUT_MODE R/W 0 3 16bit value Analog input mode [None, Situation control, Temperature 
control, None]

20521 MLV_SUPPLY_LOWER_LIMIT R/W 27815 29815 cK MLV cooling lower limit for supply air [12C … 25C]

20523 MLV_AUTO_MANUAL R/W 0 1 16bit value MLV control type [automatic, manual]

20529 MLV_SUMMER_SETPOINT R/W 28315 29815 cK MLV summer setpoint

20530 MLV_MODES R/W 0 2 16bit value MLV modes [heating and cooling, heating, cooling]

20531 MLV_WINTER_SETPOINT R/W 26315 27815 cK MLV winter setpoint

20537 FILTER_CHANGE_INTERVAL R/W 30 365 days Interval for filter change indicator (reload value)

20538 CELL_TYPE R/W 0 2 16bit value Heat recovery cell type [aluminium, plastic, enthalpy]

20539 EXTRA_HEATER_TYPE R/W 0 2 16bit value Extra heater type [None, Electric, Water]

20540 POST_HEATER_TYPE R/W 0 2 16bit value Post heater type [None, Electric, Water]

20543 RH_LEVEL_MODE R/W 0 1 [Automatic level update, Manual]

20544 BOOST_TIME R/W 1 65535 min Boost timer load value

20545 CUSTOM_TIME R/W 1 65535 min Custom timer load value

20546 FILTER_CHANGED_DAY R/W 1 31 days Last filter change date

20547 FILTER_CHANGED_MONTH R/W 1 12 months Last filter change date

20548 FILTER_CHANGED_YEAR R/W 0 99 years Last filter change date

20549 SUPPLY_HEATING_ADJUST_MODE R/W 0 3 Supply air heating method [supply heating, indoor 
constant control, indoor summer cooling, airheater]

20551 PARTIAL_BYPASS R/W 0 2 16bit value Partial bypass state [None, summer, always]

20552 BYPASS_LOCKED R/W 0 1 16bit value Bypass locked to winter position [open, locked]

20553 OPT_TEMP_SENSOR_MODE R/W 0 3 16bit value Opt. Sensor mode [None, MLV out, Airheater, MLV supply]

20554 POST_HEATER_WINTER_SETPOINT R/W 25315 30315 cK Post heater winter limit temperature

20555 DEWPOINT_LIMIT_IN_USE R/W 0 1 16bit value Use dew point limit in supply air setting [not in use, in use]

21764 ACCESS_LEVEL R/W 0 2 Access level [free, limited, very limited]

21765 PARENTAL_CTRL_ENABLED R/W 0 1 Parental control state [off, on]

21766 BOOST_TIMER_ENABLED R/W 0 1 Boost timer enabled [off, on]

21767 CUSTOM_TIMER_ENABLED R/W 0 1 Custom timer enabled [off, on]

21768 SUMMER_TIME_AUTO_ENAB R/W 0 1 Automatic summer time [off, on]

21769 12_HOUR_CLOCK_ENABLED R/W 0 1 12 hour clock [off, on]

21772 EXTRA_TIMER_ENABLED R/W 0 1 Extra mode timer enabled [off, on]

40961 SCHEDULE_MONDAY_00 R/W 0 3 State at 00:00 on Monday [None, home, away, boost]

40962 SCHEDULE_MONDAY_01 R/W 0 3 State at 01:00 on Monday [None, home, away, boost]

40963 SCHEDULE_MONDAY_02 R/W 0 3 State at 02:00 on Monday [None, home, away, boost]

40964 SCHEDULE_MONDAY_03 R/W 0 3 State at 03:00 on Monday [None, home, away, boost]

40965 SCHEDULE_MONDAY_04 R/W 0 3 State at 04:00 on Monday [None, home, away, boost]

40966 SCHEDULE_MONDAY_05 R/W 0 3 State at 05:00 on Monday [None, home, away, boost]

40967 SCHEDULE_MONDAY_06 R/W 0 3 State at 06:00 on Monday [None, home, away, boost]

40968 SCHEDULE_MONDAY_07 R/W 0 3 State at 07:00 on Monday [None, home, away, boost]

40969 SCHEDULE_MONDAY_08 R/W 0 3 State at 08:00 on Monday [None, home, away, boost]

40970 SCHEDULE_MONDAY_09 R/W 0 3 State at 09:00 on Monday [None, home, away, boost]

40971 SCHEDULE_MONDAY_10 R/W 0 3 State at 10:00 on Monday [None, home, away, boost]

40972 SCHEDULE_MONDAY_11 R/W 0 3 State at 11:00 on Monday [None, home, away, boost]

40973 SCHEDULE_MONDAY_12 R/W 0 3 State at 12:00 on Monday [None, home, away, boost]

40974 SCHEDULE_MONDAY_13 R/W 0 3 State at 13:00 on Monday [None, home, away, boost]

40975 SCHEDULE_MONDAY_14 R/W 0 3 State at 14:00 on Monday [None, home, away, boost]

40976 SCHEDULE_MONDAY_15 R/W 0 3 State at 15:00 on Monday [None, home, away, boost]

40977 SCHEDULE_MONDAY_16 R/W 0 3 State at 16:00 on Monday [None, home, away, boost]

40978 SCHEDULE_MONDAY_17 R/W 0 3 State at 17:00 on Monday [None, home, away, boost]
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40979 SCHEDULE_MONDAY_18 R/W 0 3 State at 18:00 on Monday [None, home, away, boost]

40980 SCHEDULE_MONDAY_19 R/W 0 3 State at 19:00 on Monday [None, home, away, boost]

40981 SCHEDULE_MONDAY_20 R/W 0 3 State at 20:00 on Monday [None, home, away, boost]

40982 SCHEDULE_MONDAY_21 R/W 0 3 State at 21:00 on Monday [None, home, away, boost]

40983 SCHEDULE_MONDAY_22 R/W 0 3 State at 22:00 on Monday [None, home, away, boost]

40984 SCHEDULE_MONDAY_23 R/W 0 3 State at 23:00 on Monday [None, home, away, boost]

40985 SCHEDULE_TUESDAY_00 R/W 0 3 State at 00:00 on Tuesday [None, home, away, boost]

40986 SCHEDULE_TUESDAY_01 R/W 0 3 State at 01:00 on Tuesday [None, home, away, boost]

40987 SCHEDULE_TUESDAY_02 R/W 0 3 State at 02:00 on Tuesday [None, home, away, boost]

40988 SCHEDULE_TUESDAY_03 R/W 0 3 State at 03:00 on Tuesday [None, home, away, boost]

40989 SCHEDULE_TUESDAY_04 R/W 0 3 State at 04:00 on Tuesday [None, home, away, boost]

40990 SCHEDULE_TUESDAY_05 R/W 0 3 State at 05:00 on Tuesday [None, home, away, boost]

40991 SCHEDULE_TUESDAY_06 R/W 0 3 State at 06:00 on Tuesday [None, home, away, boost]

40992 SCHEDULE_TUESDAY_07 R/W 0 3 State at 07:00 on Tuesday [None, home, away, boost]

40993 SCHEDULE_TUESDAY_08 R/W 0 3 State at 08:00 on Tuesday [None, home, away, boost]

40994 SCHEDULE_TUESDAY_09 R/W 0 3 State at 09:00 on Tuesday [None, home, away, boost]

40995 SCHEDULE_TUESDAY_10 R/W 0 3 State at 10:00 on Tuesday [None, home, away, boost]

40996 SCHEDULE_TUESDAY_11 R/W 0 3 State at 11:00 on Tuesday [None, home, away, boost]

40997 SCHEDULE_TUESDAY_12 R/W 0 3 State at 12:00 on Tuesday [None, home, away, boost]

40998 SCHEDULE_TUESDAY_13 R/W 0 3 State at 13:00 on Tuesday [None, home, away, boost]

40999 SCHEDULE_TUESDAY_14 R/W 0 3 State at 14:00 on Tuesday [None, home, away, boost]

41000 SCHEDULE_TUESDAY_15 R/W 0 3 State at 15:00 on Tuesday [None, home, away, boost]

41001 SCHEDULE_TUESDAY_16 R/W 0 3 State at 16:00 on Tuesday [None, home, away, boost]

41002 SCHEDULE_TUESDAY_17 R/W 0 3 State at 17:00 on Tuesday  [None, home, away, boost]

41003 SCHEDULE_TUESDAY_18 R/W 0 3 State at 18:00 on Tuesday [None, home, away, boost]

41004 SCHEDULE_TUESDAY_19 R/W 0 3 State at 19:00 on Tuesday [None, home, away, boost]

41005 SCHEDULE_TUESDAY_20 R/W 0 3 State at 20:00 on Tuesday [None, home, away, boost]

41006 SCHEDULE_TUESDAY_21 R/W 0 3 State at 21:00 on Tuesday [None, home, away, boost]

41007 SCHEDULE_TUESDAY_22 R/W 0 3 State at 22:00 on Tuesday [None, home, away, boost]

41008 SCHEDULE_TUESDAY_23 R/W 0 3 State at 23:00 on Tuesday [None, home, away, boost]

41009 SCHEDULE_WEDNESDAY_00 R/W 0 3 State at 00:00 on Wednesday [None, home, away, boost]

41010 SCHEDULE_WEDNESDAY_01 R/W 0 3 State at 01:00 on Wednesday [None, home, away, boost]

41011 SCHEDULE_WEDNESDAY_02 R/W 0 3 State at 02:00 on Wednesday [None, home, away, boost]

41012 SCHEDULE_WEDNESDAY_03 R/W 0 3 State at 03:00 on Wednesday [None, home, away, boost]

41013 SCHEDULE_WEDNESDAY_04 R/W 0 3 State at 04:00 on Wednesday [None, home, away, boost]

41014 SCHEDULE_WEDNESDAY_05 R/W 0 3 State at 05:00 on Wednesday [None, home, away, boost]

41015 SCHEDULE_WEDNESDAY_06 R/W 0 3 State at 06:00 on Wednesday [None, home, away, boost]

41016 SCHEDULE_WEDNESDAY_07 R/W 0 3 State at 07:00 on Wednesday [None, home, away, boost]

41017 SCHEDULE_WEDNESDAY_08 R/W 0 3 State at 08:00 on Wednesday [None, home, away, boost]

41018 SCHEDULE_WEDNESDAY_09 R/W 0 3 State at 09:00 on Wednesday [None, home, away, boost]

41019 SCHEDULE_WEDNESDAY_10 R/W 0 3 State at 10:00 on Wednesday [None, home, away, boost]

41020 SCHEDULE_WEDNESDAY_11 R/W 0 3 State at 11:00 on Wednesday [None, home, away, boost]

41021 SCHEDULE_WEDNESDAY_12 R/W 0 3 State at 12:00 on Wednesday [None, home, away, boost]

41022 SCHEDULE_WEDNESDAY_13 R/W 0 3 State at 13:00 on Wednesday [None, home, away, boost]

41023 SCHEDULE_WEDNESDAY_14 R/W 0 3 State at 14:00 on Wednesday [None, home, away, boost]

41024 SCHEDULE_WEDNESDAY_15 R/W 0 3 State at 15:00 on Wednesday [None, home, away, boost]

41025 SCHEDULE_WEDNESDAY_16 R/W 0 3 State at 16:00 on Wednesday [None, home, away, boost]

41026 SCHEDULE_WEDNESDAY_17 R/W 0 3 State at 17:00 on Wednesday [None, home, away, boost]

41027 SCHEDULE_WEDNESDAY_18 R/W 0 3 State at 18:00 on Wednesday [None, home, away, boost]

41028 SCHEDULE_WEDNESDAY_19 R/W 0 3 State at 19:00 on Wednesday [None, home, away, boost]
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41029 SCHEDULE_WEDNESDAY_20 R/W 0 3 State at 20:00 on Wednesday [None, home, away, boost]

41030 SCHEDULE_WEDNESDAY_21 R/W 0 3 State at 21:00 on Wednesday [None, home, away, boost]

41031 SCHEDULE_WEDNESDAY_22 R/W 0 3 State at 22:00 on Wednesday [None, home, away, boost]

41032 SCHEDULE_WEDNESDAY_23 R/W 0 3 State at 23:00 on Wednesday [None, home, away, boost]

41033 SCHEDULE_THURSDAY_00 R/W 0 3 State at 00:00 on Thursday [None, home, away, boost]

41034 SCHEDULE_THURSDAY_01 R/W 0 3 State at 01:00 on Thursday [None, home, away, boost]

41035 SCHEDULE_THURSDAY_02 R/W 0 3 State at 02:00 on Thursday [None, home, away, boost]

41036 SCHEDULE_THURSDAY_03 R/W 0 3 State at 03:00 on Thursday [None, home, away, boost]

41037 SCHEDULE_THURSDAY_04 R/W 0 3 State at 04:00 on Thursday [None, home, away, boost]

41038 SCHEDULE_THURSDAY_05 R/W 0 3 State at 05:00 on Thursday [None, home, away, boost]

41039 SCHEDULE_THURSDAY_06 R/W 0 3 State at 06:00 on Thursday [None, home, away, boost]

41040 SCHEDULE_THURSDAY_07 R/W 0 3 State at 07:00 on Thursday  [None, home, away, boost]

41041 SCHEDULE_THURSDAY_08 R/W 0 3 State at 08:00 on Thursday [None, home, away, boost]

41042 SCHEDULE_THURSDAY_09 R/W 0 3 State at 09:00 on Thursday [None, home, away, boost]

41043 SCHEDULE_THURSDAY_10 R/W 0 3 State at 10:00 on Thursday [None, home, away, boost]

41044 SCHEDULE_THURSDAY_11 R/W 0 3 State at 11:00 on Thursday [None, home, away, boost]

41045 SCHEDULE_THURSDAY_12 R/W 0 3 State at 12:00 on Thursday [None, home, away, boost]

41046 SCHEDULE_THURSDAY_13 R/W 0 3 State at 13:00 on Thursday [None, home, away, boost]

41047 SCHEDULE_THURSDAY_14 R/W 0 3 State at 14:00 on Thursday [None, home, away, boost]

41048 SCHEDULE_THURSDAY_15 R/W 0 3 State at 15:00 on Thursday [None, home, away, boost]

41049 SCHEDULE_THURSDAY_16 R/W 0 3 State at 16:00 on Thursday  [None, home, away, boost]

41050 SCHEDULE_THURSDAY_17 R/W 0 3 State at 17:00 on Thursday [None, home, away, boost]

41051 SCHEDULE_THURSDAY_18 R/W 0 3 State at 18:00 on Thursday [None, home, away, boost]

41052 SCHEDULE_THURSDAY_19 R/W 0 3 State at 19:00 on Thursday [None, home, away, boost]

41053 SCHEDULE_THURSDAY_20 R/W 0 3 State at 20:00 on Thursday [None, home, away, boost]

41054 SCHEDULE_THURSDAY_21 R/W 0 3 State at 21:00 on Thursday [None, home, away, boost]

41055 SCHEDULE_THURSDAY_22 R/W 0 3 State at 22:00 on Thursday [None, home, away, boost]

41056 SCHEDULE_THURSDAY_23 R/W 0 3 State at 23:00 on Thursday [None, home, away, boost]

41057 SCHEDULE_FRIDAY_00 R/W 0 3 State at 00:00 on Friday [None, home, away, boost]

41058 SCHEDULE_FRIDAY_01 R/W 0 3 State at 01:00 on Friday [None, home, away, boost]

41059 SCHEDULE_FRIDAY_02 R/W 0 3 State at 02:00 on Friday [None, home, away, boost]

41060 SCHEDULE_FRIDAY_03 R/W 0 3 State at 03:00 on Friday [None, home, away, boost]

41061 SCHEDULE_FRIDAY_04 R/W 0 3 State at 04:00 on Friday [None, home, away, boost]

41062 SCHEDULE_FRIDAY_05 R/W 0 3 State at 05:00 on Friday [None, home, away, boost]

41063 SCHEDULE_FRIDAY_06 R/W 0 3 State at 06:00 on Friday [None, home, away, boost]

41064 SCHEDULE_FRIDAY_07 R/W 0 3 State at 07:00 on Friday [None, home, away, boost]

41065 SCHEDULE_FRIDAY_08 R/W 0 3 State at 08:00 on Friday [None, home, away, boost]

41066 SCHEDULE_FRIDAY_09 R/W 0 3 State at 09:00 on Friday [None, home, away, boost]

41067 SCHEDULE_FRIDAY_10 R/W 0 3 State at 10:00 on Friday [None, home, away, boost]

41068 SCHEDULE_FRIDAY_11 R/W 0 3 State at 11:00 on Friday [None, home, away, boost]

41069 SCHEDULE_FRIDAY_12 R/W 0 3 State at 12:00 on Friday [None, home, away, boost]

41070 SCHEDULE_FRIDAY_13 R/W 0 3 State at 13:00 on Friday [None, home, away, boost]

41071 SCHEDULE_FRIDAY_14 R/W 0 3 State at 14:00 on Friday [None, home, away, boost]

41072 SCHEDULE_FRIDAY_15 R/W 0 3 State at 15:00 on Friday [None, home, away, boost]

41073 SCHEDULE_FRIDAY_16 R/W 0 3 State at 16:00 on Friday [None, home, away, boost]

41074 SCHEDULE_FRIDAY_17 R/W 0 3 State at 17:00 on Friday [None, home, away, boost]

41075 SCHEDULE_FRIDAY_18 R/W 0 3 State at 18:00 on Friday [None, home, away, boost]

41076 SCHEDULE_FRIDAY_19 R/W 0 3 State at 19:00 on Friday [None, home, away, boost]

41077 SCHEDULE_FRIDAY_20 R/W 0 3 State at 20:00 on Friday [None, home, away, boost]

41078 SCHEDULE_FRIDAY_21 R/W 0 3 State at 21:00 on Friday [None, home, away, boost]
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41079 SCHEDULE_FRIDAY_22 R/W 0 3 State at 22:00 on Friday [None, home, away, boost]

41080 SCHEDULE_FRIDAY_23 R/W 0 3 State at 23:00 on Friday [None, home, away, boost]

41081 SCHEDULE_SATURDAY_00 R/W 0 3 State at 00:00 on Saturday [None, home, away, boost]

41082 SCHEDULE_SATURDAY_01 R/W 0 3 State at 01:00 on Saturday [None, home, away, boost]

41083 SCHEDULE_SATURDAY_02 R/W 0 3 State at 02:00 on Saturday [None, home, away, boost]

41084 SCHEDULE_SATURDAY_03 R/W 0 3 State at 03:00 on Saturday [None, home, away, boost]

41085 SCHEDULE_SATURDAY_04 R/W 0 3 State at 04:00 on Saturday [None, home, away, boost]

41086 SCHEDULE_SATURDAY_05 R/W 0 3 State at 05:00 on Saturday [None, home, away, boost]

41087 SCHEDULE_SATURDAY_06 R/W 0 3 State at 06:00 on Saturday [None, home, away, boost]

41088 SCHEDULE_SATURDAY_07 R/W 0 3 State at 07:00 on Saturday [None, home, away, boost]

41089 SCHEDULE_SATURDAY_08 R/W 0 3 State at 08:00 on Saturday [None, home, away, boost]

41090 SCHEDULE_SATURDAY_09 R/W 0 3 State at 09:00 on Saturday [None, home, away, boost]

41091 SCHEDULE_SATURDAY_10 R/W 0 3 State at 10:00 on Saturday [None, home, away, boost]

41092 SCHEDULE_SATURDAY_11 R/W 0 3 State at 11:00 on Saturday [None, home, away, boost]

41093 SCHEDULE_SATURDAY_12 R/W 0 3 State at 12:00 on Saturday [None, home, away, boost]

41094 SCHEDULE_SATURDAY_13 R/W 0 3 State at 13:00 on Saturday [None, home, away, boost]

41095 SCHEDULE_SATURDAY_14 R/W 0 3 State at 14:00 on Saturday [None, home, away, boost]

41096 SCHEDULE_SATURDAY_15 R/RW 0 3 State at 15:00 on Saturday  [None, home, away, boost]

41097 SCHEDULE_SATURDAY_16          R/W     0 3 State at 16:00 on Saturday  [None, home, away, boost]

41098  SCHEDULE_SATURDAY_17          R/W    0 3 State at 17:00 on Saturday  [None, home, away, boost]

41099 SCHEDULE_SATURDAY_18 R/W   0 3 State at 18:00 on Saturday  [None, home, away, boost]

41100 SCHEDULE_SATURDAY_19          R/W 0 3 State at 19:00 on Saturday  [None, home, away, boost]

41101 SCHEDULE_SATURDAY_20          R/W 0 3 State at 20:00 on Saturday  [None, home, away, boost]

41102 SCHEDULE_SATURDAY_21          R/W 0 3 State at 21:00 on Saturday  [None, home, away, boost]

41103 SCHEDULE_SATURDAY_22          R/W 0 3 State at 22:00 on Saturday  [None, home, away, boost]

41104 SCHEDULE_SATURDAY_23          R/W 0 3 State at 23:00 on Saturday  [None, home, away, boost]

41105 SCHEDULE_SUNDAY_00 R/W 0 3 State at 00:00 on Sunday  [None, home, away, boost]

41106 SCHEDULE_SUNDAY_01 R/W 0 3 State at 01:00 on Sunday  [None, home, away, boost]

41107 SCHEDULE_SUNDAY_02 R/W 0 3 State at 02:00 on Sunday  [None, home, away, boost]

41108 SCHEDULE_SUNDAY_03 R/W 0 3 State at 03:00 on Sunday  [None, home, away, boost]

41109 SCHEDULE_SUNDAY_04 R/W 0 3 State at 04:00 on Sunday  [None, home, away, boost]

41110 SCHEDULE_SUNDAY_05 R/W 0 3 State at 05:00 on Sunday  [None, home, away, boost]

41111 SCHEDULE_SUNDAY_06 R/W 0 3 State at 06:00 on Sunday  [None, home, away, boost]

41112 SCHEDULE_SUNDAY_07 R/W 0 3 State at 07:00 on Sunday  [None, home, away, boost]

41113 SCHEDULE_SUNDAY_08 R/W 0 3 State at 08:00 on Sunday  [None, home, away, boost]

41114 SCHEDULE_SUNDAY_09 R/W 0 3 State at 09:00 on Sunday  [None, home, away, boost]

41115 SCHEDULE_SUNDAY_10 R/W 0 3 State at 10:00 on Sunday  [None, home, away, boost]

41116 SCHEDULE_SUNDAY_11 R/W 0 3 State at 11:00 on Sunday  [None, home, away, boost]

41117 SCHEDULE_SUNDAY_12 R/W 0 3 State at 12:00 on Sunday  [None, home, away, boost]

41118 SCHEDULE_SUNDAY_13 R/W 0 3 State at 13:00 on Sunday  [None, home, away, boost]

41119 SCHEDULE_SUNDAY_14 R/W 0 3 State at 14:00 on Sunday  [None, home, away, boost]

41120 SCHEDULE_SUNDAY_15 R/W 0 3 State at 15:00 on Sunday  [None, home, away, boost]

41121 SCHEDULE_SUNDAY_16 R/W 0 3 State at 16:00 on Sunday  [None, home, away, boost]

41122 SCHEDULE_SUNDAY_17 R/W 0 3 State at 17:00 on Sunday  [None, home, away, boost]

41123 SCHEDULE_SUNDAY_18 R/W 0 3 State at 18:00 on Sunday  [None, home, away, boost]

41124 SCHEDULE_SUNDAY_19 R/W 0 3 State at 19:00 on Sunday  [None, home, away, boost]

41125 SCHEDULE_SUNDAY_20 R/W 0 3 State at 20:00 on Sunday  [None, home, away, boost]

41126 SCHEDULE_SUNDAY_21 R/W 0 3 State at 21:00 on Sunday  [None, home, away, boost]

41127 SCHEDULE_SUNDAY_22 R/W 0 3 State at 22:00 on Sunday  [None, home, away, boost]

41128 SCHEDULE_SUNDAY_23 R/W 0 3 State at 23:00 on Sunday  [None, home, away, boost]

TEC
H

N
IC

A
L IN

STRU
C

TIO
N

S



D
11

40
7/

30
.11

.2
02

3

www.vallox.com
 

Vallox Oy | Myllykyläntie 9-11 | 32200 LOIMAA | FINLAND


